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FIRE ALARM SYSTEM REPLACEMENT

TARRANT COUNTY PLAZA BUILDING

SHEET LIST                                                                            

E-0: COVER SHEET & PROJECT NOTES
E-1: FLOOR PLAN - LEVEL 1 FIRE ALARM
E-2: FLOOR PLAN - LEVEL 2 FIRE ALARM
E-3: FLOOR PLAN - LEVEL 3 FIRE ALARM
E-4: FLOOR PLAN - LEVEL 4 FIRE ALARM
E-5: FLOOR PLAN - LEVEL 5 FIRE ALARM
E-6: FLOOR PLAN - LEVEL 6 FIRE ALARM
E-7: FLOOR PLAN - LEVEL 7 FIRE ALARM
E-8: FLOOR PLAN - LEVEL 8 FIRE ALARM
ED-1: DEMOLITION FLOOR PLAN - LEVEL 1 FIRE ALARM
ED-2: DEMOLITION FLOOR PLAN - LEVEL 2 FIRE ALARM
ED-3: DEMOLITION FLOOR PLAN - LEVEL 3 FIRE ALARM
ED-4: DEMOLITION FLOOR PLAN - LEVEL 4 FIRE ALARM
ED-5: DEMOLITION FLOOR PLAN - LEVEL 5 FIRE ALARM
ED-6: DEMOLITION FLOOR PLAN - LEVEL 6 FIRE ALARM
ED-7: DEMOLITION FLOOR PLAN - LEVEL 7 FIRE ALARM
ED-8: DEMOLITION FLOOR PLAN - LEVEL 8 FIRE ALARM

1. THIS IS A TURNKEY PROJECT. THE AWARDED BIDDER IS RESPONSIBLE TO PROVIDE ALL LABOR, MATERIALS, SUPERVISION, TOOLS, SERVICES
EQUIPMENT AND INCIDENTALS NECESSARY FOR COMPLETE AND OPERATIONAL SYSTEMS SHOWN ON THE CONTRACT DOCUMENTS.

2. THIS BUILDING IS A HIGH-RISE BUILDING AND SHALL MEET ALL HIGH-RISE REQUIREMENTS FOR THE FIRE ALARM VOICE EVACUATION SYSTEM.

3. PROVIDE ALL TESTING AND INSPECTIONS DURING WEEKENDS. PROVIDE CITY'S PREMIUM COST IN BID FOR TESTING AND INSPECTIONS PERFORMED ON
WEEKENDS.

4. A FIRE WATCH IS REQUIRED FOR FULL DURATION OF TIME OF ANY OUTAGE OF FIRE ALARM COVERAGE FOR THE FACILITY. THE FIRE WATCH WILL BE
PROVIDED BY THE OWNER. COORDINATE OUTAGES REQUIRING A FIRE WATCH WITH THE OWNER WITH TWO WEEKS NOTICE IN WRITING.

5. RE-USE EXISTING ELECTRICAL CONDUCTORS  WHERE POSSIBLE. EXTEND NEW CIRCUITS AS REQUIRED TO SERVE NEW FIRE ALARM SYSTEM FROM
SPARE 20A/1P CIRCUIT BREAKERS IN NEARBY EMERGENCY PANELBOARD.

6. RE-USE EXISTING FIRE ALARM CABLING TO THE FURTHEST EXTENT POSSIBLE. THE EXISTING SYSTEM IS WIRED AS CLASS B. UPGRADE TO CLASS A
WIRING WHERE REQUIRED BY CODE.

7. REMOVE  EXISTING FIRE ALARM CABLING AND EXPOSED CONDUITS ASSOCIATED WITH EXISTING DEVICES THAT ARE BEING DEMOLISHED BUT NOT
REPLACED. REFER TO SPECIFICATIONS SECTION 26 05 11 FOR REQUIREMENTS FOR PERFORMING WORK IN EXISTING BUILDINGS.

8. ALL WORK IN THIS PROJECT SHALL BE PERFORMED AFTER REGULAR WORK HOURS (5:00PM TO 6:00AM).  CONTRACTOR WILL BE ESCORTED BY TARRANT
COUNTY PERSONNEL AT ALL TIMES.

9. COORDINATE SWITCHOVER FROM OLD FIRE ALARM SYSTEM TO NEW FIRE ALARM SYSTEM WITH CITY OF FORT WORTH FIRE DEPARTMENT PRIOR TO
SWITCHOVER. CONTRACTOR SHALL PROVIDE PROPOSED METHOD/SCHEDULE OF SEQUENCE OF SWITCHOVER FOR REVIEW AS PART OF BID PACKAGE.

10. PROVIDE BLANK COVERPLATES OVER ANY WALL OPENINGS LEFT BY DEMOLITION OF EXISTING DEVICES. REFER TO DIVISION 1 AND 26 SPECIFICATIONS
FOR ANY CUTTING OF WALLS, CEILINGS AND OTHER CONSTRUCTION.

11. PROVIDE INTERFACE BETWEEN NEW FIRE ALARM SYSTEM AND THE EXISTING SMOKE CONTROL, ACCESS CONTROL, AIR SAMPLING, SMOKE CURTAIN,
FIRE PUMP, BUILDING PUBLIC ADDRESS/SPEAKERS, BUILDING AUTOMATION SYSTEM, SERVER ROOM PRE-ACTION, ELEVATOR RECALL AND SPRINKLER
SYSTEMS. EXINSTING ELEVATOR PITS ARE SPRINKLERED. ALL WORK INTERFACING WITH BUILDING CONTROL SYSTEM MUST BE COORDINATED WITH
ENVIROMATIC SYSTEMS. ALL WORK ON THE BUILDING CONTROL SYSTEM SHALL BE BY ENVIROMATIC SYSTEMS. CONTACT SID ELLIS AT PHONE NUMBER
972-206-2590. THE COST FOR ALL CONTROLS WORK SHALL BE INCLUDED IN THE CONTRACTORS BID. THE SMOKE CONTROL SYSTEM WILL NOT BE
REPLACED AS PART OF THIS PROJECT.

12. REPLACE EXISTING FIREFIGHTER TELEPHONE DEVICES IF REQUIRED TO INTERFACE WITH NEW FIRE ALARM SYSTEM. A RADIO STUDY IS NOT REQUIRED
OR TO BE INCLUDED AS PART OF THIS PROJECT.

13. PROVIDE 2-HOUR RATED FIRE ALARM RISER CABLING THROUGH VERTICAL PATH INDICATED ON DRAWINGS AND WHEREVER ELSE REQUIRED BY CODE.
PROVIDE ADDITIONAL VERTICAL PATHWAYS AS REQUIRED WITH RATINGS AS REQUIRED FOR COMPLETE SYSTEM INSTALLATION. COORDINATE
ADDITIONAL FLOOR CORING LOCATIONS WITH OWNER PRIOR TO CORING.

14. FURNISH ATTIC STOCK TO OWNER AT LOCATION DESIGNATED BY OWNER INCLUDING FIVE OF EACH TYPE OF THE FOLLOWING DEVICES: PULL STATION,
SMOKE DETECTOR, DUCT DETECTOR, HEAT DETECTOR, WALL STROBE, WALL SPEAKER, WALL SPEAKER/STROBE, CEILING SPEAKER, CEILING STROBE
AND CEILING SPEAKER/STROBE.

15. PROVIDE ANY ADDITIONAL CORING AS REQUIRED TO INSTALL NEW FIRE ALARM SYSTEM. COORDINATE ALL LOCATIONS OF ADDITIONAL FLOOR CORES
WITH ENGINEER.

16. NEW FIRE ALARM CONTROL PANEL SHALL BE UKKL LISTED.

17. ELEVATOR INTERFACE AND ASSOCIATED TESTING OF NEW FIRE ALARM SYSTEM ARE TO BE INCLUDED IN THE BID. OWNER'S ELEVATOR SERVICE
CONTRACTOR IS SOUTHWEST ELEVATORS LLC (817)924-2828, 301 COMMERCE ST., STE 2360, FORT WORTH, TX 76102. THE ELEVATOR PITS ARE
PRESENTLY SPRINKLERED; THE ELEVATOR SHAFTS ARE NOT.

PROJECT NOTES:                                                                                                                                          
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PROJECT NOTE

FIRE ALARM DEVICES INDICATED ON THE PLANS ARE SHOWN FOR DIAGRAMMATIC PURPOSES ONLY.
CONTRACTOR IS RESPONSIBLE FOR DESIGNING AND INSTALLING THE SYSTEM TO COMPLY WITH ALL
STATE, ADA, TAS NEC, AND NFPA CODES AND REQUIREMENTS OF THE CITY OF FORT WORTH.
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E INDICATES EXISTING DEVICE OR EQUIPMENT TO REMAIN

1.

NOTES:

ELECTRICAL SYMBOL LIST

SYMBOL DESCRIPTION

ER INDICATES EXISTING DEVICE OR EQUIPMENT TO BE REPLACED

FLOW SWITCH

TAMPER SWITCH

F

CLG INDICATES DEVICE TO BE CEILING MOUNTED

FIRE ALARM STROBE ONLY

FIRE ALARM SPEAKER AND STROBEF

EN

SMOKE DETECTOR

DUCT DETECTOR

HEAT DETECTOR

INDICATES NEW DEVICE OR EQUIPMENT THAT REPLACES
EXISTING "ER" DEVICE OR EQUIPMENT

SOME OF THESE SYMBOLS AND ABBREVIATIONS MAY NOT
APPEAR ON THE DRAWINGS.

CEILING MOUNTED FIRE ALARM SPEAKER AND STROBE

CEILING MOUNTED FIRE ALARM STROBE

FIRE RISER PANEL

FIRE ALARM POWER SUPPLY

WP WEATHER PROOF

R INDICATES EXISTING DEVICE TO BE DEMOLISHED / REMOVED

VOICE EVACUATION SPEAKER

TARRANT COUNTY COMMISSIONERS COURT                     

COUNTY JUDGE - TIM O'HARE
COMMISSIONER PRECINCT 1 - ROY CHARLES BROOKS
COMMISSIONER PRECINCT 2 - ALISA SIMMONS
COMMISSIONER PRECINCT 3 - GARY FICKES
COMMISSIONER PRECINCT 4 - MANNY RAMIREZ

01/10/2023



SERVICE AREA
4,859 SQ.FT.

SERVICE AREA
7,848 SQ.FT.

COMMON
13,525 SQ.FT.

MVP
244 SQ.FT.

FACILITIES MANAGEMENT
2,952 SQ.FT.

SHERIFF'S
DEPARTMENT

217 SQ.FT.
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THIS DOCUMENT IS RELEASED FOR THE PURPOSE

OF INTERIM REVIEW UNDER THE AUTHORITY OF

IT IS NOT TO BE USED FOR CONSTRUCTION,

BIDDING, OR PERMIT PURPOSES.

PAUL MORRIS, P.E., 127521 ON02/23/2022
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CHECKED BY:

GENERAL NOTES
1. FIRE ALARM DEVICES INDICATED ON THE PLANS

AS SHOWN ARE A MINIMUM. COORDINATE WITH
FIRE ALARM CONTRACTOR EXACT DEVICES THAT
WORK WITH THE BUILDING'S EXISTING FIRE
ALARM SYSTEM AND VOICE EVACUATION SYSTEM.
CONTRACTOR IS RESPONSIBLE FOR
INSTALLATION OF FIRE ALARM DEVICES TO
COMPLY WITH ALL ADA, STATE, NEC AND NFPA
CODES AND THE REQUIREMENTS OF THE LOCAL
AUTHORITY HAVING JURISDICTION.

1. EXISTING 4" PENETRATION FROM LEVEL 2 INTO
LEVEL 1 CEILING SPACE. USE PATH FOR FIRE
ALARM RISER CABLING.

2. RE-USE SPARE CIRCUIT BREAKER(S) OR CIRCUIT
BREAKER(S) SERVING EXISTING FIRE ALARM
LOADS FROM THIS PANELBOARD TO SERVE NEW
FIRE ALARM AND VOICE EVACUATION EQUIPMENT
LOADS.

3. PROVIDE REMOTE ANUNCIATOR AND VOICE
REMOTE PAGING UNIT. COORDINATE EXACT
LOCATION WITH OWNER AND REQUIREMENTS
WITH MANUFACTURER PRIOR TO ROUGH-IN.

4. REFER TO DEMOLITION PLAN FOR QUANTITY OF
DEVICES AT THIS LOCATION. CONNECT EXISTING
DEVICES AND PROVIDE ANY REQUIRED MODULES
TO INTERFACE WITH NEW FIRE ALARM SYSTEM.
(TYPICAL ALL EXISTING DEVICES SHOWN ON THIS
SHEET).

NOTE BY SYMBOL    "         "X

1 FIRE ALARM PLAN - LEVEL 1
N

3/14/2022

03/14/202210/18/2022

10/18/2022



COMMON
1,875 SQ.FT.

MVP
448 SQ.FT.

MVP
359 SQ.FT.

MVP
358 SQ.FT.

COMMON
3,116 SQ.FT.

MVP
253 SQ.FT.

EXPANSION
6,418 SQ.FT.

MHMR
INFORMATION TECHNOLOGY

2,938 SQ.FT.

CREDIT UNION
3,440 SQ.FT.

INFORMATION TECHNOLOGY
7,251 SQ.FT.
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THIS DOCUMENT IS RELEASED FOR THE PURPOSE

OF INTERIM REVIEW UNDER THE AUTHORITY OF

IT IS NOT TO BE USED FOR CONSTRUCTION,

BIDDING, OR PERMIT PURPOSES.

PAUL MORRIS, P.E., 127521 ON02/23/2022
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CHECKED BY:

GENERAL NOTES
1. FIRE ALARM DEVICES INDICATED ON THE PLANS

AS SHOWN ARE A MINIMUM. COORDINATE WITH
FIRE ALARM CONTRACTOR EXACT DEVICES THAT
WORK WITH THE BUILDING'S EXISTING FIRE
ALARM SYSTEM AND VOICE EVACUATION SYSTEM.
CONTRACTOR IS RESPONSIBLE FOR
INSTALLATION OF FIRE ALARM DEVICES TO
COMPLY WITH ALL ADA, STATE, NEC AND NFPA
CODES AND THE REQUIREMENTS OF THE LOCAL
AUTHORITY HAVING JURISDICTION.

1. PROVIDE WEATHER PROOF HORN STROBE.
CONFIRM EXACT LOCATION WITH CITY OF FORT
WORTH FIRE MARSHALL.

2. EXISTING 4" PENETRATION BETWEEN FLOORS.
USE PATH FOR FIRE ALARM RISER CABLING.

3. RE-USE SPARE CIRCUIT BREAKER(S) OR CIRCUIT
BREAKER(S) SERVING EXISTING FIRE ALARM
LOADS FROM THIS PANELBOARD TO SERVE NEW
FIRE ALARM AND VOICE EVACUATION EQUIPMENT
LOADS.

4. EXISTING CUSTOM SMOKE CONTROL PANEL.
CONFIRM OPERATION FOR INTERFACE BETWEEN
FIRE ALARM SYSTEM AND SMOKE CONTROL AND
COORDINATE SO THAT NEW FIRE ALARM SYSTEM
MAINTAINS INTERFACE WITH SMOKE CONTROL
SYSTEM.

NOTE BY SYMBOL    "         "X
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SERVICE AREA
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MVP
389 SQ.FT. SERVICE AREA

307 SQ.FT.

EXPANSION
18,223 SQ.FT.

CREDIT UNION
4,675 SQ.FT.

MVP
900 SQ.FT.

MHMR
2,533 SQ.FT.
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THIS DOCUMENT IS RELEASED FOR THE PURPOSE

OF INTERIM REVIEW UNDER THE AUTHORITY OF

IT IS NOT TO BE USED FOR CONSTRUCTION,

BIDDING, OR PERMIT PURPOSES.

PAUL MORRIS, P.E., 127521 ON02/23/2022
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CHECKED BY:

GENERAL NOTES
1. FIRE ALARM DEVICES INDICATED ON THE PLANS

AS SHOWN ARE A MINIMUM. COORDINATE WITH
FIRE ALARM CONTRACTOR EXACT DEVICES THAT
WORK WITH THE BUILDING'S EXISTING FIRE
ALARM SYSTEM AND VOICE EVACUATION SYSTEM.
CONTRACTOR IS RESPONSIBLE FOR
INSTALLATION OF FIRE ALARM DEVICES TO
COMPLY WITH ALL ADA, STATE, NEC AND NFPA
CODES AND THE REQUIREMENTS OF THE LOCAL
AUTHORITY HAVING JURISDICTION.

1. EXISTING 4" PENETRATION BETWEEN FLOORS.
USE PATH FOR FIRE ALARM RISER CABLING.

2. EXISTING VESDA VLF BY XTRALIS AIR SAMPLING
CONTROL PANEL. PROVIDE INTERFACE BETWEEN
AIR SAMPLING SYSTEM AND NEW FIRE ALARM
SYSTEM.

NOTE BY SYMBOL    "         "X
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COMMON
3,875 SQ.FT.

MVP
408 SQ.FT.

SERVICE AREA
307 SQ.FT.

SERVICE AREA
162 SQ.FT.
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SHEET 5 of 9 E TOTAL

CHECKED BY:

GENERAL NOTES
1. FIRE ALARM DEVICES INDICATED ON THE PLANS

AS SHOWN ARE A MINIMUM. COORDINATE WITH
FIRE ALARM CONTRACTOR EXACT DEVICES THAT
WORK WITH THE BUILDING'S EXISTING FIRE
ALARM SYSTEM AND VOICE EVACUATION SYSTEM.
CONTRACTOR IS RESPONSIBLE FOR
INSTALLATION OF FIRE ALARM DEVICES TO
COMPLY WITH ALL ADA, STATE, NEC AND NFPA
CODES AND THE REQUIREMENTS OF THE LOCAL
AUTHORITY HAVING JURISDICTION.

1. EXISTING 4" PENETRATION BETWEEN FLOORS.
USE PATH FOR FIRE ALARM RISER CABLING.

2. RE-USE SPARE CIRCUIT BREAKER(S) OR CIRCUIT
BREAKER(S) SERVING EXISTING FIRE ALARM
LOADS FROM THIS PANELBOARD TO SERVE NEW
FIRE ALARM AND VOICE EVACUATION EQUIPMENT
LOADS.

NOTE BY SYMBOL    "         "X
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SHEET 6 of 9 E TOTAL

CHECKED BY:

GENERAL NOTES
1. FIRE ALARM DEVICES INDICATED ON THE PLANS

AS SHOWN ARE A MINIMUM. COORDINATE WITH
FIRE ALARM CONTRACTOR EXACT DEVICES THAT
WORK WITH THE BUILDING'S EXISTING FIRE
ALARM SYSTEM AND VOICE EVACUATION SYSTEM.
CONTRACTOR IS RESPONSIBLE FOR
INSTALLATION OF FIRE ALARM DEVICES TO
COMPLY WITH ALL ADA, STATE, NEC AND NFPA
CODES AND THE REQUIREMENTS OF THE LOCAL
AUTHORITY HAVING JURISDICTION.

1. EXISTING 4" PENETRATION BETWEEN FLOORS.
USE PATH FOR FIRE ALARM RISER CABLING.

NOTE BY SYMBOL    "         "X
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SHEET 7 of 9 E TOTAL

CHECKED BY:

GENERAL NOTES
1. FIRE ALARM DEVICES INDICATED ON THE PLANS

AS SHOWN ARE A MINIMUM. COORDINATE WITH
FIRE ALARM CONTRACTOR EXACT DEVICES THAT
WORK WITH THE BUILDING'S EXISTING FIRE
ALARM SYSTEM AND VOICE EVACUATION SYSTEM.
CONTRACTOR IS RESPONSIBLE FOR
INSTALLATION OF FIRE ALARM DEVICES TO
COMPLY WITH ALL ADA, STATE, NEC AND NFPA
CODES AND THE REQUIREMENTS OF THE LOCAL
AUTHORITY HAVING JURISDICTION.

1. EXISTING 4" PENETRATION BETWEEN FLOORS.
USE PATH FOR FIRE ALARM RISER CABLING.

2. RE-USE SPARE CIRCUIT BREAKER(S) OR CIRCUIT
BREAKER(S) SERVING EXISTING FIRE ALARM
LOADS FROM THIS PANELBOARD TO SERVE NEW
FIRE ALARM AND VOICE EVACUATION EQUIPMENT
LOADS.

3. PROVIDE REMOTE ANUNCIATOR WITH ALARM
SILENCING CAPABILITY AT THIS LOCATION IN
PLACE OF OLD FIRE ALARM CONTROL PANEL.
SERVE ALL NEW DEVICES IN AREAS PREVIOUSLY
CONTROLLED BY SIEMENS FS -250 CONTROL
PANEL (WITH FS-REL RELEASING MODULE) AT
THIS LOCATION FROM THE MAIN FACP. THE
EXISTING SIEMENS PANEL IS NOT CONNECTED TO
THE BUILDING FIRE ALARM SYSTEM.

4. EXISTING VIKING TRIM PAC DOUBLE INTERLOCKED
PRE-ACTION PANEL TO REMAIN. PROVIDE
INTERFACE WITH NEW FIRE ALARM CONTROL
PANEL.

NOTE BY SYMBOL    "         "X

1 FIRE ALARM PLAN - LEVEL 6
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OF INTERIM REVIEW UNDER THE AUTHORITY OF

IT IS NOT TO BE USED FOR CONSTRUCTION,
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SHEET 8 of 9 E TOTAL

CHECKED BY:

GENERAL NOTES
1. FIRE ALARM DEVICES INDICATED ON THE PLANS

AS SHOWN ARE A MINIMUM. COORDINATE WITH
FIRE ALARM CONTRACTOR EXACT DEVICES THAT
WORK WITH THE BUILDING'S EXISTING FIRE
ALARM SYSTEM AND VOICE EVACUATION SYSTEM.
CONTRACTOR IS RESPONSIBLE FOR
INSTALLATION OF FIRE ALARM DEVICES TO
COMPLY WITH ALL ADA, STATE, NEC AND NFPA
CODES AND THE REQUIREMENTS OF THE LOCAL
AUTHORITY HAVING JURISDICTION.

1. EXISTING 4" PENETRATION BETWEEN LEVEL 6 AND
LEVEL 7. USE PATH FOR FIRE ALARM RISER
CABLING.

2. CORE DRILL 4" PENETRATION BETWEEN LEVELS 7
AND 8 FOR FIRE ALARM RISER CABLING PATHWAY.
COORDINATE EXACT LOCATION OF NEW
PENETRATION WITH OWNER PRIOR TO DRILLING.

3. RE-USE SPARE CIRCUIT BREAKER(S) OR CIRCUIT
BREAKER(S) SERVING EXISTING FIRE ALARM
LOADS FROM THIS PANELBOARD TO SERVE NEW
FIRE ALARM AND VOICE EVACUATION EQUIPMENT
LOADS.

NOTE BY SYMBOL    "         "X

1 FIRE ALARM PLAN - LEVEL 7
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THIS DOCUMENT IS RELEASED FOR THE PURPOSE

OF INTERIM REVIEW UNDER THE AUTHORITY OF

IT IS NOT TO BE USED FOR CONSTRUCTION,

BIDDING, OR PERMIT PURPOSES.
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SHEET 9 of 9 E TOTAL

CHECKED BY:

GENERAL NOTES
1. FIRE ALARM DEVICES INDICATED ON THE PLANS

AS SHOWN ARE A MINIMUM. COORDINATE WITH
FIRE ALARM CONTRACTOR EXACT DEVICES THAT
WORK WITH THE BUILDING'S EXISTING FIRE
ALARM SYSTEM AND VOICE EVACUATION SYSTEM.
CONTRACTOR IS RESPONSIBLE FOR
INSTALLATION OF FIRE ALARM DEVICES TO
COMPLY WITH ALL ADA, STATE, NEC AND NFPA
CODES AND THE REQUIREMENTS OF THE LOCAL
AUTHORITY HAVING JURISDICTION.

1. NEW 4" PENETRATION FOR FIRE ALARM RISER
CABLING. REFER TO NOTE BY SYMBOL 2 ON
SHEET E-7.

2. RE-USE SPARE CIRCUIT BREAKER(S) OR CIRCUIT
BREAKER(S) SERVING EXISTING FIRE ALARM
LOADS FROM THIS PANELBOARD TO SERVE NEW
FIRE ALARM AND VOICE EVACUATION EQUIPMENT
LOADS.
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CHECKED BY:

1 FIRE ALARM DEMOLITION PLAN - LEVEL 1
N

1. TOTAL OF 18 EXISTING TAMPER SWITCHES, 1
FLOW SWITCH, 12 PS PRESSURE SWITCHES, 5 PRE
ACTION VALVES IN THIS ROOM TO REMAIN AND BE
CONNECTED & INTERFACED TO NEW FIRE ALARM
SYSTEM.
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